SOFTWARE VER 18.00R

TERMINAL CARD (80-PCB-207205)

TO J19 ON (80-PCB-207204)
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NOTE:
1. THIS DRAWING SHOULD BE READ IN CONJUNCTION
2. WITH THE CONTROLLER ELECTRICAL SCHEMATIC.
FOR _COMPLIANCE WITH AS2941-13 , ALL CABLES ENTERING
3, CONTROLLER TERMINAL STRIP SHOULD BE NUMBERED.
EOR COMPLIANCE WITH AS3000 , ALL SITE TERMINATIONS
MADE TO THE CONTROLLER SHOULD BE UNDERTAKEN BY
A QUALIFIED ELECTRICIAN.
4 VOLTAGE OF BELL & LIGHT MUST BE THE SAME AS CONTROLLER.
THIS VOLTAGE WILL BE SPECIFIED ON THE IDENTITY PLATE LOCATED
ON THE INSIDE OF THE CONTROLLER DOOR.
STANDARD DIESEL FIRE PUMP CONTROLLER
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